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This letter 1s forwarfed in resp
June 1, 1985, requesting EPA concurre
removal of polychlorinated
concrete of the substation
agproval of. the PCB Propos
1295.

and to fo
ad Action »

With respect. to the letter regaxn
substation soils, BPA wileallow the |
clearup verification provided the DOE
providing the results of the analyses
the following two conditions-

(L) A comnariaon study, using &

biphenyls Q

ge to the DOE letter sent
ce on the evaluation and
?CB)} contaminatad soil and
d our conditional

raodum (PAM), dated May,

ing the cleanup of the

ge of Draft Method 4020 for
submits a report to EPA
conducted in fulfillment of

appropriate gas

chromztography (GC) analytmcal proce@pre such as EPA Method 8080

or 8280 to analyze the PCH remediatioy
the PCB *gmedlatlon waste which would

are no materials presgent i
interfere with the screenihg test. {
condition, interfering with the PC3
that for the analysis of at least thr
greater than 10 ppm, the

field screening test 1s no less than:
raported utilizing the GC

(2) 20% of the veriffication san
EPA Method 8080 and using 8 chroma
capture detector (GC/EC) will be spli
EPA Draft Method 4020 to comfirm tha
agreement batween the metbrds. Samp
both types of analyses willl be perfoz
soils and the concrete transformer p
the GC/EC analyses of the split fsanm
PCBs for method 8080 than for the Draf
Draft Method 4020 may not Fe used fo

DOB must evaluate thq results ¢
4020 analyses and'presen:;this evalugt

|

shows that thers

wastes,

Z purposes of thig
d screening tegt means
samples having PC8 levels

concentration reported by the PCB

%+ of the PCB ccncentration

thod for qhe same sample.])

es to be analyzed using
phy with an electron
and also analyzed using
there is substantial
splits will be taken and
for both the substation
8. 8hould 25% or more of
9 reveal higher levels of
t Method 4020, then the
cleanup verification.

the Method 8080 and Methcd
ion to EPA in orxder to
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determine the acceptability of the u
for verification of cleanup at other
addresged by the PCB PAM. | Prior to

evaluation of the two methods, if e
Draft Mathod 4020 zesults @ greatel
solil must be removed untillno verifi

In addition, with'reabect: to ths
pads, it is inappropriate to utllize
characterization of concrete. EPA I
be destructively assayed in ordexr to'I‘
they are contaminated. Wef are availa
if you require clarificatipn.

i

IPA agreement regarding the

of the Draft Method 4020
(B contaminated areas’ to ba

her the Method 8080 or the
than 25 ppm, additional
ion samples exceed 25 ppm.

eanup of the transgformer
e samples for

ip
équires taat concrete gamples

tarmine whether or not
le to discuss this further

The revision of the d&aft final

CB PAM adequately addresses

public and CDPHE comments and is app:
gsecond section of the PAM,| the sch

draft. This ig a final PAM and there
fipal.

We believe it is alsg important
ppom cleanup level is orly appropriata

and only L[ the limits of [the spill ﬂa
no substadt

agssure that theres has bee
contamination.

considered protective, the PC3 contaminaticm extent must
cannot Bave spread substantially

adequately characterized :
and, access limitations willl ultimatd]
final cleanup decisions fdr the area
If these conditioms are ngt satisfiec
be performed.

If you have any questiions regarc

ed. However, in the
e ig still referred to as

flore the schedule should be

to remind you that the 25

for restricted access areas
ve been determined to
ial spread of the

Thus, in drder for tHd 25 ppm cleanup level to be

be

v have to be a part of the
addressed by the PCB PAM.
further cleanup may have té

ng this letter, please

contact me at (303) 294-1134.
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Joe Schieffelin, CDPEE

John Rampe,: DOB

cc:

| Hegtmark, Manager
Flats Project
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